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ROOM HEATING AND COOLING UNIT SCHEDULE (VRF INDOOR UNIT) VRF OUTDOOR CONDENSING UNIT SCHEDULE
COOLING CAPACITY HEATING CAPACITY ELECTRICAL DATA BASIS OF DESIGN AREA | oveTEM HEATING HEATING OA COOLING COOLING OA
NOMINAL HIGH MARK Location | ANDIOR 1\ Noior TYPE CAPACITY TEMP CAPACITY TEMP REFRIGERANT | MIN-) M COF:, @ REMARKS
SPEED ARFLOW|  MIN TOTAL EAT MIN TOTAL EAT BLDG | oeryicE EER | SEER | 17°F | vOLT | PHASE | MCA | MOCP
MARK LOCATION SERVED
CAPACITY Db Wb CAPACITY Db Ciﬁ';ge HE\QE’;G MCA | PHASE | VOLT | MANUFACTURER MODEL # MBH | [kW) | °F | [C] | MBH | [kW] F| [C
513-BC-1-1&

e [ wa lewe ] mo_ | oF ] ral] Fl] ra_l e wm_| F_] ro. ] ] ] ] ] 513-HP1 ROOF 1STFLOOR | °7" " " | INVERTER 320 [1100] 47 (8] 288 [980] 95 [35] R410A 9.5 13.1 2.22 460 3 27X2 | 40X2 BASIS OF DESIGN IS MITSUBISHI ELECTRIC PURY-P288YSJMU-A
513-FCU-1-1 QUIET ROOM 975 (1801 | 11800 | [3500] %0 (271 67 (19] 1000 | [3200] 70 (1] 0,65 0.55 191 1 208 MITSUBISHI PEFY-P12NMAU-E 513-HP2 ROOF 2ND FLOOR 5;1338§C2212& INVERTER 320 [1100] 47 (8] 288 [980] 95 [35] R410A 9.5 13.1 2.22 460 3 27X2 | 40X2 BASIS OF DESIGN IS MITSUBISHI ELECTRIC PURY-P288YSJMU-A
513-FCU-1-2 BATHING SUITE | 250 [120] | 6000 | [1800] 80 [27] 67 [19] 4700 | [1400] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E

NOTES
513-FCU-1-3 PT ROOM 300 [140] | 7700 | [2300] 80 [27] 67 [19] 5900 | [1700] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
1. UL-RATED STARTERS SHALL BE FURNISHED BY MANUFACTURER OF EQUIPMENT.
513-FCU-1-4 PT ROOM 325 [150] | 8000 | [2300] 80 [27] 67 [19] 9,700 | [2800] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
513-FCU-1-5 PT ROOM 250 [120] | 6400 | [1900] 80 [27] 67 [19] 5300 | [1600] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
513-FCU-1-6 PT ROOM 250 | [120] | 6900 | [2000] | 80 [27] 67 (191 | 590 | [1700] | 70 [21] 056 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E VRF WATER HEATING UNIT
513-FCU-1-7 PT ROOM 250 [120] | 7100 | [2100] | 80 [27] 67 (19] | 6700 | [2000] | 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E HEATING CAPACITY BASIS OF DESIGN
NOMINAL HIGH
513-FCU-1-8 PT ROOM 325 [150] | 9,200 | [2700] 80 [27] 67 [19] 10,300 | [3000] 70 [21] 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E MARK LOCATION | SPEEDARFLOW|  MIN TOTAL
CAPACITY OAT EWT LWT FLOW RATE
MCA PHASE | VOLT | MANUFACTURER MODEL #
513-FCU-1-9 PT ROOM 225 [110] | 5100 | [1500] 80 [27] 67 [19] 6,200 | [1800] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
CFM | [Us] | BTUH | W] °F [°C] °F [°C] °F [°C] | GPM | LPM
513-FCU-1-10 PT ROOM 225 [110] | 5300 | [1600] 80 [27] 67 [19] 6,200 | [1800] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
513-WH3 MECH ROOM 375 [180] | 79800 | [23000] | 47 [8] 86 [30] 115 [46] 9.25 [35] 0.09 1 208 MITSUBISHI PWFY-P72NMU-E-AU
513-FCU-1-11 PT ROOM 300 [140] | 8800 | [2600] 80 [27] 67 [19] 9,600 | [2800] 70 [21] 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E
513-FCU-1-12 PT ROOM 225 [110] | 3500 | [1000] 80 [27] 67 [19] 6,100 | [1800] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
NOTE
513-FCU-1-13 PT ROOM 225 [110] | 5300 | [1600] 80 [27] 67 [19] 6,500 | [1900] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E 1 SEE P-502 FOR DOMESTIC WATER HEATING SYSTEM DIAGRAM.
513-FCU-1-14 PT ROOM 225 [110] | 5200 | [1500] 80 [27] 67 [19] 5500 | [1600] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
INTERDISC.
513-FCU-1-15 OFFICE 200 [94] 4700 | [1400] 80 [27] 67 [19] 1300 | [380] 70 [21] 0.23 0.23 0.29 1 208 MITSUBISHI PLFY-POSNCMU-E
ENERGY RECOVERY VENTILATOR SCHEDULE
513-FCU-1-16 OFFICE 350 [170] | 8900 | [2600] 80 [27] 67 [19] 8,500 | [2500] 70 [21] 0.28 0.28 0.35 1 208 MITSUBISHI PLFY-P12NCMU-E
AREA CONDITIONING ELECTRICAL DATA BASIS OF DESIGN
HEAT OUTSIDE AIR EXT STATIC
513-FCU-1-17 CIRCULATION 300 140 6,200 1800 80 27 67 19 10,000 2900 70 21 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E AND/OR RECOVERY EFFICIENCY
[140] 16001 7] ] 29001 1] MARK LOCATION EXCHANGE FLOW PRESSURE
SEAST NOOK BLDG TYPE ENTHALPY AMPS | PHASE | VOLT | MANUFACTURER MODEL #
513-FCU-1-18 450 [210] | 10900 | [3200] 80 [27] 67 [19] 9700 | [2800] 70 [21] 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E SERVED TEMP
KITCHEN CFM L/s] IN [Pa] CLG HTG
513-FCU-1-19 DINING ROOM 400 [190] | 10900 | [3200] 80 [27] 67 [19] 11700 | [3400] 70 [21] 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E 513-ERV1 | CONNECTOR 513 AIR-TO-ARR 300 [140] 0.5 [130] 69 44 62 13 1 208 MITSUBISHI LGH-F300RX3-E
513-FCU-1-20 LIVING ROOM 700 [330] | 20100 | [5900] 80 [27] 67 [19] 18900 | [5500] 70 [21] 1.04 0.93 2.25 1 208 MITSUBISHI PEFY-P24NMAU-E S13ERVZ | CONNECTOR 513 ARTOAR 300 [140] 03 [130] % i 62 3 1 208 MITSUBISH LGH-F300RXS-E
513-FCU-1-21 | HOUSE CAREWS | 250 [120] | 7,200 | [2100] 80 [27] 67 [19] 3,000 | [1100] 70 [21] 0.23 0.23 0.29 1 208 MITSUBISHI PLFY-POSNCMU-E
513-FCU-1-22 LAUNDRY 150 [71] 1,600 [470] 80 [27] 67 [19] 200 [59] 70 [21] 0.15 0.15 0.19 1 208 MITSUBISHI PKFY-POBNBMU-E |NTAKE/EXHAUST HOOD SCHEDU LE
513-FCU-1-23 CORRIDOR 800 [380] | 17,500 | [5100] 80 [27] 67 [19] 19,500 | [5700] 70 [21] 1,04 0.93 2.25 1 208 MITSUBISHI PEFY-P24NMAU-E THROAT SIZE
SYSTEM AIR FLOW APD
513-FCU-1-24 VESTIBULE 250 [120] | 3800 | [1100] 80 [27] 67 [19] 3,500 | [1000] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E MARK | LOCATION Sf\ENF?\; I%Fé TYPE APPLICATION WIDTH LENGTH DAMPER TYPE REMARKS
IN| [mm] | N | [mm] | CFM | [Us] N [Pa]
513-FCU-2-1 QUIET ROOM 375 [180] | 82900 | [2600] 80 [27] 67 [19] 8,800 | [2600] 70 [21] 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E —
513-EH1 ROOF 513-ERV1 RELIEF DUCTED 8 | [200] 365 [170] 0.1 [25] BASIS OF DESIGN IS GREENHECK GRSR-8
513-FCU-2-2 BATHING SUITE | 250 [120] | 3800 | [1100] 80 [27] 67 [19] 3,500 | [1000] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E CONNECTOR
513-EH2 R00F 513-ERV2 RELIEF DUCTED 8 | [200] 365 [170] 0.1 [25] BASIS OF DESIGN IS GREENHECK GRSR-8
513-FCU-2-3 PT ROOM 300 [140] 4,600 [1300] 80 [27] 67 [19] 4,500 [1300] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E 513-EH3 CONRN(;ES;OR 513-ERV1 INTAKE GRAVITY 8 | [200] 345 [160] 0.15 [38] BASIS OF DESIGN IS GREENHECK GRSI-8
CONNECTOR
513-FCU-2-4 PT ROOM 325 [150] | 9,000 | [2600] 80 [27] 67 [19] 8600 | [2500] | 70 [21] 0.66 0.55 1.21 1 208 MITSUBISH| PEFY-P12NMAU-E 513-EH4 ROOF 513-ERV2 INTAKE GRAVITY 8 | [200] 345 [160] 0.15 [38] BASIS OF DESIGN IS GREENHECK GRSI-8
BASIS OF DESIGN IS RUSKIN MODEL PHB LOUVERED PENTHOUSE. SEE 513-SAD2 FOR INTEGRAL ACOUSTIC
513-FCU-2-5 PT ROOM 250 [120] | 6400 | [1900] 80 [27] 67 [19] 4600 | [1300] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E S13EHS | LOWROOF EMER GEN INTAKE GRAVITY 60| [1500] | 120 ] [3000] | 31800 | [15000] | 0.094 [24] LOUVERS.
513-FCU-2-6 PT ROOM 250 [120] | 7,000 | [2100] 80 [27] 67 [19] 5200 | [1500] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
513-FCU-2-7 PT ROOM 250 [120] | 7,200 | [2100] 80 [27] 67 [19] 5700 | [1700] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
SOUND ATTENUATING DEVICE SCHEDULE
513-FCU-2-8 PT ROOM 325 [150] | 9,200 | [2700] 80 [27] 67 [19] 8,500 | [2500] 70 [21] 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E
DYNAMIC INSERTION LOSS DB OCTAVE BAND AND MID-FREQUENCY [CPS]
513-FCU-2-9 PT ROOM 225 [110] 5100 | [1500] 80 [27] 67 [19] 5300 | [1600] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POBNMAU-E SYSTEM AIRFLOW APD INLET SIZE LENGTH
MARK LOCATION AND/OR TYPE 63 125 250 500 1000 2000 4000 8000 REMARKS
513-FCU-2-10 PT ROOM 225 [110] | 5300 | [1600] 80 [27] 67 [19] 5300 | [1600] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POBNMAU-E SERVICE
CFM | [Us] | INWG | [Pq] IN [mm] IN [mm] 1 2 3 4 5 6 7 8
513-FCU-2-11 PT ROOM 300 [140] | 8400 | [2500] 80 [27] 67 [19] 7,700 | [2300] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
513-SAD1 EMRESO(EAEN EMER GEN ACOUSTE'%;ULSTUVERS' 30000 | [14000] | 0.12 [30] | 144x6 9% [ 2400 ] 9 7 8 9 10 16 16 19 BASIS OF DESIGN IS RUSKIN EAL6811.
513-FCU-2-12 PT ROOM 225 [110] | 5000 | [1500] 80 [27] 67 [19] 5200 | [1500] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E p— COUSTIOAL LOUVERS 1) 513-57D2 MAKE UP 51311 BASIS OF DESIGN 1S RUSKIN
513-SAD2 ROOM EMER GEN NTAKE 5250 [2500 ] 0.15 [38] | 60x12 48 [1200] N/A 13 17 18 23 24 23 24 ACL1AEAE,
513-FCU-2-13 PT ROOM 225 [110] | 5300 | [1600] 80 [27] 67 [19] 5500 | [1600] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
513-FCU-2-14 PT ROOM 225 [110] | 5200 | [1500] 80 [27] 67 [19] 4400 | [1300] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E NOTE
513-FCU-2-15 INTERDISC. 200 (94] | 510 | [1500] | 80 [27] 67 (19] | 1300 | [380] | 70 [21] 0.23 0.23 0.29 1 208 MITSUBISHI PLFY-POSNCMU-E
OFFICE ’ ’ ' ' ' IN THE INLET SIZE COLUMN, WHEN ONE VALUE IS INDICATED, THE DUCT IS AROUND DUCT. IF SIZE IS INDICATED AS ##" x ##" THE DUCT IS A RECTANGULAR DUCT WITH SPECIFICATIONS OF "DUCT WIDTH" BY "DUCT DEPTH."
513-FCU-2-16 OFFICE 350 [170] | 9300 | [2700] 80 [27] 67 [19] 6,800 | [2000] 70 [21] 0.28 0.28 0.35 1 208 MITSUBISHI PLFY-P12NCMU-E
513-FCU-2-17 CIRCULATION 300 [140] | 7900 | [2300] 80 [27] 67 [19] 9700 | [2800] 70 [21] 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E
513-FCU-2-18 BFQﬁTCﬁCE)SK’ 450 | [210] | 10900 | [3200] | 80 [27] 67 (19] | 8800 | [2600] | 70 [21] 0.6 0.55 121 1 208 MITSUBISHI PEFY-P12NMAU-E
513-FCU-2-19 DINING ROOM 400 [190] | 12100 | [3500] 80 [27] 67 [19] 10500 | [3100] 70 [21] 0.66 0.55 1.21 1 208 MITSUBISHI PEFY-P12NMAU-E
513-FCU-2-20 LIVING ROOM 700 [330] | 22,900 | [6700] 80 [27] 67 [19] 17,700 | [5200] 70 [21] 1.04 0.93 2.25 1 208 MITSUBISHI PEFY-P24NMAU-E
513-FCU-2-21 | HOUSE CAREWS | 250 [120] | 7,000 | [2100] 80 [27] 67 [19] 2900 | [850] 70 [21] 0.23 0.23 0.29 1 208 MITSUBISHI PLFY-POSNCMU-E
513-FCU-2-22  |PUBLIC CORRIDOR| 700 [330] | 45000 | [13000] | 80 [27] 67 [19] | 55300 | [16000] | 70 [21] 2,08 1.97 3.41 1 208 MITSUBISHI PEFY-P48NMAU-E
SERVICE
513-FCU-2-23 CORRIDOR 700 [330] | 52,000 | [15000] | 80 [27] 67 [19] | 61,800 | [18000] | 70 [21] 2.24 213 3.31 1 208 MITSUBISHI PEFY-P54NMAU-E
513-FCU-2-24  |EDUCATION ROOM| 500 [240] | 14,100 | [4100] 80 [27] 67 [19] 10,100 | [3000] 70 [21] 0.67 0.56 145 1 208 MITSUBISHI PEFY-P15NMAU-E
513-FCU-2-25 LAUNDRY 150 [71] 1800 | [530] 80 [27] 67 [19] 200 [59] 70 [21] 0.15 0.15 0.19 1 208 MITSUBISHI PKF Y-POSNBMU-E
513-FCU-2-26 CORRIDOR 900 [420] | 20,300 | [5900] 80 [27] 67 [19] | 21,300 | [6200] 70 [21] 1,04 0.93 2.25 1 208 MITSUBISHI PEFY-P24NMAU-E
513-FCU-2-27 VESTIBULE 300 [140] | 5000 | [1500] 80 [27] 67 [19] 3800 | [1100] 70 [21] 0.56 0.45 1.05 1 208 MITSUBISHI PEFY-POSNMAU-E
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